1" SELF CLOSING

VALVE

[ _J=——SUPPORT TO WALL PER

MANUF. RECOMMENDATION

1 1/4"CW, FOR
CONTINUATION SEE PLANS

EYEWASH FIXTURE
WITH S.S. BOWL

\\\——1 1/4” SUPPLY

INLET TEE

PLUG—IN
HORIZONTAL
DRAIN LINE

FLOORA—\‘

A
%
38"

INSTALL

3/4"

TEE PLUGGED
AT BOTTOM

MODIFY STANDARD EYEWASH

BY PROVIDING A TEE IN
LIEU OF A 90" ELBOW ON
THE SUPPORT SO THAT
EYEWASH DRAINS STRAIGHT
OUT OF BOWL.

SECURE
T—ﬁ : TO FLOOR

76
5” PUSH
PLATE
4
DETAIL A=A
NOTE:

PROVIDE COMPLETE FIXTURE ASSEMBLY,

L<H_9”D_._

INCLUDING ALL TRIM &

APPURTENANCES FOR PROPER OPERATION AND NEAT, FINISHED

APPEARANCE. FIXTURE TO BE DESIGNED AND INSTALLED

ACCORDING TO ANSI| 2358.1 — 1990 SPECIFICATIONS.

EMERGENCY SHOWER & EYEWASH

SCALE : NONE A—767
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